
RCLLC 0003171

H·K Building -·06 
Project Huiber: 0980193E 

Project: G. HEILEMAN BRE\IERY "E" 
Date Inspected: 03/27/89 

Inspector: HARK VOTH 

............. AREA NUMBER: 01 

LOCATION OF THE MATERIAL 

filtration room-center-north to south 
filtration room-center-north to south 
fi l tratlon room-center-north to south 
f fl trat I on room-center-nort!i to south 

filtration room-northeast corner. 

AREA COMMENTS 

ASBESTOS ASSE~,_.1SURVEY 

AREA DESCRIPTION: 1st Floor•At Celling 

SAMPLE ~ 
NIJIIIIER A.SB MATERIAL DESCRIPTION CODE 

00-356636 40X pipe covering QMA 
00-356636 40X pipe covering OHA 
01-356637 35X mJp on pipe covering acA 
01-356637 35X 11Jp on pipe covering OHA 
01-356638 30X 
01·356639 20X 
02-356640 20X mJp on non-suspect pipe cover acA 
02-356641 20% 
02-356642 _20X 

Bui ldlng Number: 06 
B_ulldtns N-: FILTRATION 

~-

SEATTLE, \IASHIIIGTOII 
Bui ldtna TYJ)e: sn: CELLAR 

Year Constructed: 1933 

98134 

AREA AVERAGE X ASBESTOS: 28X .............. 

UNITS OF PIPE EXP REMOVAL REPLACSIENT TOTAL 
QUANTITY MEASURE ID POT PL COSTS COSTS COSTS 

85 ft. 4 tn. O.D. NPS/R 27 Ill S758 1474 11,232 
25 ft. 6 In. o.o. NPS/R 27 Ill 1324 S203 $527 
16 4 In. O.D. HPS/R um 1449 $250 $699 
6 6 In. O.D. NPS/R 27 Ill $232 $136 S368 

27 Ill 
27 Ill 

2 6 In. O.D. HPS/R 27 UI S77' $45 1122 
27 Ill 
27 Ill 

I AREA "~1 TOTAL Sl,840 S1, 108 

The materials are In good cor,dftfon·wlth minor contact and water damage. The materials are approximately s• 
to 10• from the floor. At a minlnun, ft Is reconmended that the 1n11terlals be repel red and monitored. If 
removal Is plamed, glove bag removal procedures are reconmencled. Thh appears to be a h.fgh traffic area. 

*********** AREA NUMBER: 02 AREA DESCRIPTION; 1st Floor-Cell Ing . AREA AVERAGE X ASBESTOS: OX ............. 

SAMPLE o&M UNITS OF PIP£ EXP RENOYAL REPI.ACEMENT TOTAL 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL OESCRIPTION CODE QUANTITY MEASURE ID POT PL COSTS COSTS COSTS· 

west hall 03·356643 ox 
03-356644 ox 

drop or lay•ln penal OHG 512 l!q.ft. 

03-356645 0% 
west hat I 04•356646 ox drop or lay•ln panel OHG 24 sq.ft. 

04-356647 0% 
04·356648 ox 

west hat I 05·356649 ox drop or lsy•ln panel OHG 40 sq.ft. 
05·356650 ox 
05·356651 ox .. 

AREA COMMENTS. I AREA I 02 TOTAL so so so\ 

HALL·KIHBRELL ENVIRONMENTAL INC. Paa, 14 06/fS/89 



RCLLC 0003172

.. 
H·K Bui ldi-n,. -~ 06 
Project Nunbf!r: 0980193E 

Project: G. HEILEMAN BREUERY 11E11 

Date Inspected: 03/27/89 
Inspector: HARK VOTH 

••••••••••• AREA NUMBER: 03 

LOCATION OF TNE MATERIAL 

\ 
ASBESTOS ASS~'-s:::;.., ! SURVEY 

AREA DESCRIPTION: 1st Floor•Above Drop Celling 

SAMPLE 
NUMBER ASB MATERIAL DESCRIPTION 

o&M 
CODE QUANTITY 

Building Nud>er: 06 
Building N-: FILTRATION 

SEATTLE, WASHINGTON 98134 
Bui ldlng lw,e: sn:: CELLAR 

Year Constnicted: 1ffl 

AREA AVERAGE X ASIIESTOS: 31X --
UNITS Of PIPE EXP REMOVAL REPUCENEIIT TOTAL 
MEAStlRE ID POT PL COSTS COSTS COSTS 

at air handling unit 00·356636 40X pipe covering OMA 10 ft. 4 In. 0.0. HPS/R 15 IV $89 $56 5145 
at air handl Ing unit 01-356637 35X mJp on pipe covering OMA 4 4 In. o.o. HPS/R 15 IV 

01·356638 30X 
01·356639 20X 

AREA COMMENTS -I 

The materials are in good condition with minor contact and water damage. Tha·1111terlals are approximately 91 

-to 11' fr0tn the floor. At a mlninun, it is reconmended that the materials be repaired and 1110r1ltored. If 
removal is planned, glove bag removal procedures are reconmended. This appears to be a low traffic iarea. 

*********** AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor 

SAMPLE o&M 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY 

15 IV 
15 IV 

I AREA I 03 TOTAL 

AREA AVERAGE X ASBESTOS: ZSX 

UNITS OF PIPE EXP 
MEASURE ID POT PL 

north wall·near center 00·356652 40X pipe coverl119 DHA 10 ft. 6 In. 0,0. HPS/R 38 Ill 
north wall·naar center 06·356653 20X mjp on pipe coverlns OMA 

06·356654 20X 
06_·356655 20X 

AREA COHMENTS 

The materials are In fair condition with contact and water damage. The 111terlala ere up to 10• frOIII the 
floor. At a mininun, it Is rec:annended that the materials be repaired and monitored. If removal Is 
planned; glove bag removal procedures are reconmended. This appears to be a low traffic • re•• 

HALL-KIMBREL~ ENVIRONMENTAL INC. Page 15 

1 6 ·1n. o.o. IIPS/R 38 Ill 
38 111 
38 Ill 

I AREA I 04 TOTAL 

BUILDING I 06 TOTAL. 

S112 S62 1174 

$201' 1118 

••••••••••••• 

REMOVAL REPlACEMEJIT TOTAL 
COSTS COSTS COSTS 

$130 S81 1211 
S39 S23 S62 

S169 S104 smj 

S2,210 $1,330 -S3,540I 

06/09/89 


	RCLLC 0003171-RCLLC 0003171
	RCLLC 0003172-RCLLC 0003172



